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Uncertainty lawsClose modes are not typical subjects in operational modal analysis (OMA) but they do occur
in structures with modes of similar dynamic properties such as tall buildings and towers.
Compared to well-separated modes they are much more challenging to identify and results
can have significantly higher uncertainty especially in the mode shapes. There are algo-
rithms for identification (ID) and uncertainty calculation but the value itself does not offer
any insight on ID uncertainty, which is necessary for its management in ambient test plan-
ning. Following a Bayesian approach, this work investigates analytically the ID uncertainty
of close modes under asymptotic conditions of long data and high signal-to-noise ratio,
which are nevertheless typical in applications. Asymptotic expressions for the Fisher
Information Matrix (FIM), whose inverse gives the asymptotic ‘posterior’ (i.e., given data)
covariance matrix of modal parameters, are derived explicitly in terms of governing
dynamic properties. By investigating analytically the eigenvalue properties of FIM, we
show that mode shape uncertainty occurs in two characteristic types of mutually uncorre-
lated principal directions, one perpendicular (Type 1) and one within the ‘mode shape sub-
space’ spanned by the mode shapes (Type 2). Uncertainty of Type 1 was found previously in
well-separated modes. It is uncorrelated from other modal parameters (e.g., frequency and
damping), diminishes with increased data quality and is negligible in applications.
Uncertainty of Type 2 is a new discovery unique to close modes. It is potentially correlated
with all modal parameters and does not vanish even for noiseless data. It reveals the intrin-
sic complexity and governs the achievable precision limit of OMA with close modes.
Theoretical findings are verified numerically and applied with field data. This work has
not reached the ultimate goal of ‘uncertainty law’, i.e., explicitly relating ID uncertainty
to test configuration for understanding and test planning, but the analytical expressions
of FIM and understanding about its eigenvalue properties shed light on possibility and pro-
vide the pathway to it.
 2019 The Authors. Published by Elsevier Ltd. This is an open access article under the CCBY
license (http://creativecommons.org/licenses/by/4.0/).1. Introduction
Modal identification (ID) aims at identifying the in-situ modal properties, e.g., natural frequencies, damping ratios and
mode shapes, of a structure based on vibration data [1–3]. ‘Well-separated’ modes, i.e., a single mode dominating its ownBuilding,
2 S.-K. Au, J.M.W. Brownjohn /Mechanical Systems and Signal Processing 133 (2019) 106273resonance band, are typical but ‘close modes’ do occur. The latter are often referred as modes whose natural frequencies are
so close that their resonance bands overlap, e.g., visually in the power spectral density (PSD) or singular value (SV, i.e.,
eigenvalue of PSD matrix) spectrum of data. Fig. 1 gives an example of triaxial ambient acceleration data recorded on a tall
building roof. The resonance band indicated by the horizontal bar contains two close modes that are translational in nature.
Close modes most typically occur in various forms of tower having two or more horizontal axes of symmetry, e.g., tall
buildings [4,5], telecommunication (guyed) masts and freestanding lattice towers [6], cylindrical chimneys [7,8], space
launchers [9] and lighthouses [10]. For tall buildings the stiffness and mass properties along two principal directions can
be very similar by design, whereas for the other structures symmetry and resultant close modes are a natural consequence
of the structural form adopted to fulfil their function against environmental (usually wind) loads. Identifying close modes is
important for these structures because they are the effect of subtle differences in stiffness and mass distribution within the
almost symmetric structure. Close modes can be found by chance in other structures, such as suspension bridges, e.g.,
Humber Bridge [11] where closeness of torsional and vertical mode frequencies can affect in-wind dynamics by
aeroelasticity.
Unlike well-separated modes, close modes are much more challenging in terms of prediction, ID formulation, computa-
tional algorithm and ID uncertainty. Theoretically, for modes with identical frequencies, only the subspace spanned by their
mode shapes, i.e., ‘mode shape subspace’ (MSS), rather than the individual ones can be uniquely determined. This is because
any linear combination of mode shapes with identical frequencies satisfies the same eigenvalue equation and hence is also a
mode shape. Mode shapes with close frequencies have high sensitivity especially within the MSS to perturbations in struc-
tural properties [12,13]. A higher order MAC (modal assurance criterion) was defined for close modes in terms of their MSS
[14]. The entangling of modal dynamics renders intuition about their behaviour somewhat obscured. In operational modal
analysis (OMA) that aims at modal ID based on output-only data, well-separated modes can often be identified with reliable
quality from data with reasonable signal-to-noise (S/N) ratio but the same is not true for close modes. Identified mode
shapes are inevitably limited to the measured DOFs (degrees of freedom) and so they need not be orthogonal. Many OMA
methods only calculate ‘operational deflection shapes’ for close modes from matrix decomposition (so necessarily orthogo-
nal) rather than the ones in structural dynamics theory. Identifying the mode shapes of close modes requires resolving their
coordinates with respect to (w.r.t.) the orthogonal basis spanning their subspace, which are entangled with other modal
properties and require sophisticated iterative algorithms, e.g., [15].
Significant variability especially in the identified mode shapes can occur from data sets of apparently similar quality. This
is often attributed to the sensitivity to underlying properties, e.g., [16] (Section 5.3.3) and [17]; but the authors are not aware
of any direct account of ID uncertainty. Calculating ID uncertainty for given data is another level of sophistication beyond ID
algorithm, for which methods are available depending on the particular modal ID algorithm adopted, e.g., Stochastic Sub-
space Identification [18–20] and Bayesian OMA (BAYOMA) [21,22]. However, the values of the uncertainty bounds do not
allow one to understand ID uncertainty and how it depends on the test configuration. The latter aims add to yet another level
of challenge that appears intractable, considering the already high sophistication in the ID and uncertainty calculation algo-
rithms; and may not even be possible depending on the intrinsic nature of the problem. Remarkably, recent BAYOMA
research on well-separated modes [23] reveals the possibility of insightful asymptotic expressions for the ID uncertainty
in terms of test configuration for long data, small damping and high S/N ratio, which are nevertheless typical in applications.
Such expressions are collectively referred as ‘uncertainty law’.
This work takes on the challenge of developing uncertainty law for close modes. It has not reached the level of insight that
has been achieved for well-separated modes but it reports two milestones that are critical to the development and reveal the
existence of mathematical beauty. The first milestone is the high S/N asymptotic expression for the Fisher Information
Matrix (FIM) explicitly in terms of modal properties in the problem; inverting the FIM gives the asymptotic ID uncertainty
(Section 4). The second milestone is the discovery of mutually uncorrelated principal directions of mode shape uncertaintyFig. 1. Root PSD and root SV spectrum of triaxial acceleration data on tall building roof. In the root PSD plot, the top two lines are x and y, bottom line is z.
Bar below peak shows band for modal ID.
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does not grow with the number of measured DOFs. These contributions will be explained qualitatively in Section 2 and tech-
nically in Section 5 after overview of theoretical framework in Sections 3 and 4. Section 6 outlines the theory that establishes
the first milestone with details provided in Appendices A–C. Sections 7 and 8 deliver the second milestone. The theoretical
findings are verified and applied in Section 10. The paper is concluded in Section 11. To facilitate reading, Table 1 lists the
abbreviations used in this work.2. Key findings in qualitative terms
To have an appreciation of key discoveries, consider modal ID of m close modes with ambient triaxial data, i.e., the num-
ber of measured DOFs is n ¼ 3. The basic assumptions in the ID model (as in BAYOMA) include linear dynamics with clas-
sically damped modes, stationary modal excitations with constant PSD matrix within resonance band and stationary noise,
independent and identically distributed (i.i.d.) among measured DOFs with a constant PSD within the resonance band. Data
is assumed to be sufficiently long in the sense that the number of FFT points in the resonance band is large compared to 1
(see Section 4); and has high S/N ratio (see (47)). Fig. 2 conveys the new knowledge generated. In each case, the big arrow
pointing from the origin (black dot) shows the mode shape ui normalised to have unit length. The smaller arrows at the lar-
ger arrow tip show different directions of ID uncertainty. The case of m ¼ 1 (well-separated modes) represents what is cur-
rently understood [23]. In this case the uncertainties are all along directions perpendicular to the mode shape. There are
nm ¼ 3 1 ¼ 2 such directions, depicted by y and z in the figure; the plane in red covers all possible directions. There
is no uncertainty along the mode shape direction because the length is constrained to 1. The uncertainties along the y
and z direction are uncorrelated. They are not correlated with other modal properties (e.g., frequency, damping) either. Their
size diminishes with increased data quality and vanishes for noiseless data. In applications it is typically small and not of
concern.
The cases for m ¼ 2 and 3 are close modes, where the new knowledge contributes. In this case there are two types of
uncertainties, one perpendicular to the mode shapes (Type 1) and the other within the plane or space they span (Type 2).
When m ¼ 2, the two mode shapes u1 and u2 span over the blue plane (2-D) and there is only one direction (z) perpendic-
ular to it. In addition to the small red arrow, there is now uncertainty within the blue plane, denoted by the small blue arrow
along the tangential direction of the unit circle. So far recognising these two types of uncertainty may appear to be mere
geometry. The new discovery is that the uncertainties along the two small red arrows are of a similar nature as their coun-
terpart form ¼ 1, i.e., not correlated with other modal properties and diminishing with increased data quality. More remark-
able is the uncertainty along the small blue arrows. It is uncorrelated from the uncertainty of the red arrows but is generally
correlated with all other modal properties. It prevails even for noiseless data and hence represents the achievable ID preci-
sion unique to OMA of close modes. When m ¼ 3 the mode shapes span over a 3-D space and there is no direction perpen-
dicular to all mode shapes (so no red arrows). All uncertainties are along the small blue directions within the MSS.
The above picture is for illustration only. The theory developed in this work applies to general n andmwith no regards to
spatial context; and the uncertainties can be quantified with analytical expressions (see Table 2). It is applicable regardless of
how close the modes are. All statements will be established mathematically in the context of Bayesian inference and asymp-
totics. Up to modelling assumptions of classically damped dynamics and stochastic stationary data, the limit on ID uncer-
tainty is what can be best achieved regardless of the modal ID method adopted, because a Bayesian approach processes
information from data consistent with probability and modelling assumptions.Table 1
Abbreviations used in this work.
Short Long
BAYOMA Bayesian Operational Modal Analysis
c.o.v. Coefficient of variation
DOF Degree of freedom
FFT Fast Fourier Transform
FIM Fisher Information Matrix
i.i.d. Independent and identically distributed
ID Identification
MAC Modal assurance criterion
MPV Most probable value
MSS mode shape subspace
OMA Operational Modal Analysis
PSD Power spectral density
S/N signal-to-noise
SV Singular value
w.r.t. with respect to
Table 2
Asymptotic expressions for FIM for high S/N ratio. ‘x; y ¼ f ; f; S’ denotes that x and y are frequency, damping or real/imaginary part of auto/cross PSDs, i.e., those
affecting the PSD matrix of modal response Hk . See (4) for Q and (5) for Q i; ei and U : are explained thereafter; ½Q i  denotes a block diagonal matrix containing
the Q is and ½ejeTi  denotes a m2 m2 matrix whose ði; jÞ-partition is ejeTi .
x; y ¼ f ; f; S Se u1; :::;um
x; y ¼ f ; f; S Jxy  trR½H1k HðxÞk H1k H
ðyÞ
k  JxSe  tr½ðU
T
UÞ1RH1k HðxÞk H1k  Jxui
1mn
 2eTi ðReRHðxÞk H1k ÞQ i
Se JSeSe  Nf ðnmÞS2e JSeui
1mn
 2eTi ðU
T
UÞ1ðReRH1k ÞQ i
u1; :::;um Symmetric JU:U:
mnmn
 Jð1ÞU:U: þ Jð2ÞU:U:
Jð1ÞU:U: ¼ 2S1e ðReRHkÞ  Q
Jð2ÞU:U: ¼ 2½Q iT ðReRHk  HTk Þ þ Nf ½ejeTi 
n o
½Q i
Fig. 2. Directions of mode shape uncertainty (small arrows at big arrow tip) for n ¼ 3 measured DOFs and different number of close modes m. Uncertainty
along small red arrows (Type 1) is perpendicular to mode shape subspace (MSS) and vanishes for noiseless data. Uncertainty along small blue arrows (Type
2) is within MSS and prevails even for noiseless data. See also Fig. 3. (For interpretation of the references to colour in this figure legend, the reader is referred
to the web version of this article.)
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The Bayesian OMA framework adopted in this work is briefly reviewed here. Consider making Bayesian inference of the
properties of classically damped vibration modes based on (output-only) ambient vibration data at n DOFs of the subject
structure. Without loss of generality, assume that digital acceleration data f€xjgN1j¼0 (n 1) is measured, from which the
‘scaled’ Fast Fourier Transform (FFT) can be calculated F k ¼
ffiffiffiffiffiffiffiffiffiffiffiffiffiffi
2Dt=N
p
RN1j¼0 €xje
2pijk=N , where Dt (sec) is the sampling interval
and k is the FFT index at frequency fk ¼ k=NDt (Hz). The FFT (the sum) has been scaled by
ffiffiffiffiffiffiffiffiffiffiffiffiffiffi
2Dt=N
p
so that the expectation
E½F kF k (‘*’ denotes complex conjugate transpose) gives the one-sided PSD matrix of data. Only the scaled FFT within a
selected resonance band covering the modes of interest is used for modal ID, which is found to play a balance between
ID precision (information from bands off resonance is negligible) and modelling error (ID results are immune to activities
outside resonance band).
Within the resonance band the scaled FFT of data is modelled as F k ¼ Rmi¼1ui€gik þ nk wherem is the number of modes; nk
(n 1) is a vector of data noise, assumed to be i.i.d. among different DOFs with a common PSD Se within the resonance band
(so only band-limited white); ui (n 1) is the mode shape, real-valued because the mode is assumed to be classically
damped; €gik (scalar) is the scaled FFT of modal acceleration response, whose time-domain counterpart satisfies (omitting
dependence on time) €gi þ 2fixi _gi þx2i gi ¼ pi;xi ¼ 2pf i (rad/sec) and f i is the natural frequency (Hz), fi is the damping ratio,
pi is the modal force (per unit modal mass). Strictly speaking, the noise PSDs at different DOFs are never the same because no
two data channels are identical. The BAYOMA framework so far has assumed a common noise PSD as it is found to signif-
icantly simplify mathematics, allowing development of fast algorithms for posterior statistics. Experience reveals that the
ID results (both most probable value and ID uncertainty) of other modal parameters (the main interest) are insensitive to
violation of this assumption unless the S/N ratio is low and the noise PSDs differ by several orders of magnitude. This is also
consistent with the uncertainty law for well-separated modes where for high S/N ratios the noise PSD is asymptotically
uncorrelated from the remaining parameters [23]. The modal forces fpigmi¼1 are assumed to be stochastic stationary with a
constant PSD matrix S (mm Hermitian and positive definite) within the resonance band (so only band-limited white).
The modal properties to be identified comprise ff igmi¼1, ffigmi¼1, S, Se and U ¼ ½u1; :::;um. Accounting for its Hermitian nature,
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there are mþmþm2 þ 1þmn ¼ ðmþ 1Þ2 þmn parameters, subjected to m unit norm constraints on the mode shapes.
Given the scaled FFT as data, the ID results are encapsulated in the ‘posterior’ (i.e., given data) PDF (probability density
function) of modal parameters, which is proportional to the product of the likelihood function and prior PDF. Assuming long
data, the scaled FFT can be shown to follow a (circularly symmetric) complex Gaussian PDF. The likelihood function is then
equal to expðLÞ where L ¼ nNf lnpþ RlnjEkj þ RF kE1k F k is the negative log-likelihood function; j  j denotes the matrix
determinant; the sums without index are over all k in the resonance band for modal ID (same notation throughout this
work);Ek ¼ UHkUT þ SeIn ð1Þis the theoretical PSD matrix of data that depends on the modal parameters; In is the n n identity matrix;U ¼ ½u1; :::;um ui ¼ ui=jjuijj jjuijj2 ¼ uTi ui ð2Þis the normalised mode shape matrix; Hk is the theoretical mm PSD matrix of modal response whose ði; jÞ-entry is Sijhikhjk
where hik ¼ 1=½ð1 b2ikÞ  ið2fibikÞ is the frequency response function between the modal force pi and modal acceleration €gi;
bik ¼ f i=fk. Leakage has been neglected in (1) as it is asymptotically small when the data duration is long (in the sense Nf 	 1,
see Section 4), which is assumed in the study of uncertainty laws and holds in typical cases where the ID uncertainty is under
control. Empirically, a value of Nf in the order of a few tens (e.g., 30) may be considered sufficiently large for this purpose. In
situations when leakage is significant there will be modelling error which is not accounted by the present study or existing
uncertainty laws. See Section 10.2.6 of [18] for a discussion of this issue.
OMA data is often sufficiently long that prior information is irrelevant and hence the prior PDF is assumed to be uniform.
The posterior PDF is then directly proportional to the likelihood function. It can be well-approximated by a Gaussian PDF (w.
r.t. modal parameters). The mean, or equivalently ‘most probable value’ (MPV) of the posterior PDF maximises the likelihood
function, or equivalently minimises the negative log-likelihood function. The covariance matrix of the Gaussian PDF, i.e.,
‘posterior covariance matrix’, is equal to the inverse of the Hessian of the negative log-likelihood function at the MPV. An
efficient algorithm (referred as BAYOMA) applicable for multiple (possibly close) modes has been developed which allows
Bayesian OMA to be performed typically in a matter of seconds; see [22] for original work and Chapter 13 of [21] in consol-
idated form. See [24–27] for some recent applications.4. Long data asymptotics
The Bayesian approach in the last section allows one to calculate the ID uncertainty of modal properties for a given data
set but it does not offer any insight on how it depends on the test configuration or environment. One way to do that is to
introduce a ‘frequentist’ assumption that the data indeed corresponds to some ‘true’ modal properties and study the beha-
viour of the posterior covariance matrix under some asymptotic yet realistic conditions such as long data and high S/N ratio.
The resulting expressions are collectively referred to as ‘uncertainty laws’. For globally identifiable problems such as OMA, it
has been found that the asymptotic behaviour of the posterior covariance matrix is intimately related to the Fisher Informa-
tion Matrix (FIM) [28]. For long data (Nf 	 1) the leading order of the posterior covariance matrix C is equal to the inverse of
the FIM, i.e., C ¼ J1½I þ Oð1= ffiffiffiffiffiNfp Þ, where I denotes the identity matrix, Oð1= ffiffiffiffiffiNfp Þ is the remainder that depends on data and
is of the order of 1=
ffiffiffiffiffi
Nf
p
; Nf is the number of FFT points in the selected band, equal to the product of bandwidth and data
duration. The matrix J is the FIM, equal to the expectation of the Hessian of negative log-likelihood function evaluated at the
‘true’ parameter values and assuming that the scaled FFT data is indeed distributed as the likelihood function. As the scaled
FFT is complex Gaussian, it follows from a standard result in multivariate statistics [29] that the entry of FIM corresponding
to generic parameters x and y is given byJxy ¼ trR½E1k EðxÞk E1k EðyÞk  ð3Þwhere trðÞ denotes the trace of a square matrix, i.e., sum of diagonal entries; the superscript ‘ðxÞ’ denotes a derivative w.r.t. x.
On the other hand, it should be noted that, with some abuse of notation, in the FIM, the parameter symbols in the expression
represent the ‘true’ value of properties rather than the dummy variable in Bayesian inference. That is, the FIM is a function of
the true parameter values and not the data (which has already been averaged in the expectation).
It should be noted that the ID uncertainty in this work (as in BAYOMA) refers to that implied by the posterior PDF of
modal parameters in a Bayesian context. The connection with frequentist concept lies only in the additional assumption that
the data indeed follows a distribution for some ‘true values’ of modal parameters. This assumption is introduced only for the
study of uncertainty laws (to understand uncertainty). It is not involved in the modal identification process where uncer-
tainty for a given data set is calculated (but whose value provides no understanding). Detailed discussion of the meaning
and interpretation of uncertainty in Bayesian and frequentist sense can be found in [28] and Section 9.6 of [21].
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Developing insights into ID uncertainty requires analytical investigation of FIM and its inverse to give the asymptotic pos-
terior covariance matrix as the uncertainty law, if possible, in the form of explicit closed form expressions that link with test
configuration and environment. This has been accomplished for well-separated modes but turns out to be very challenging
for close modes. As the first key contribution of this work, we obtained asymptotic expressions for the FIM for high S/N ratio
(Se ! 0). The results are summarised in Table 2. When m ¼ 1, it gives the same expressions for well-separated modes that
have been previously obtained; see Table 16.1 in Section 16.1.1 of [21]. In Table 2,Table 3
Eigenva
parame
Type
0
1
2Q ¼ In UðUTUÞ
1
U
T ð4ÞQ i
mn
¼ ðUTUÞ1UTðIn uiuTi Þ ½Q i
m2mn
¼
Q 1
. .
.
Qm
2
664
3
775 ð5Þei is am 1 zero vector except for the ith entry equal to 1; ½ejeTi  denotes am2 m2 matrix whose ði; jÞ-partition is ejeTi ; U : is
the ‘vectorisation’ of U, i.e., a mn  1 vector obtained by stacking the columns of U column-wise. In the derivation, it has
been assumed that the mode shapes are linearly independent (but not necessarily orthogonal) and modal forces are not per-
fectly coherent (i.e., S non-singular), for otherwise the modal ID problem degenerates. The derivation will be outlined in Sec-
tion 6 with details postponed to Appendix A for Jxy (x; y ¼ ff ; f; Sg), JxSe and JSeSe ; and to Appendices B and C for Jxui , JSeui and
JU:U:. Their asymptotic correctness will be verified in Section 10.1.
As the second (but no less important) key contribution of this work, based on Table 2, we investigate analytically the
eigenvalue properties of JU:U:, the full FIM J (i.e., comprising all parameters) and hence the high S/N asymptotic posterior
covariance matrix. We found that the eigenvectors of the full FIM, and hence the asymptotic covariance matrix, comprise
three types induced by those of JU:U: that carry independent and distinctive influence on ID uncertainty. They are sum-
marised in Table 3; the definitions of N ,M andM? in the table will become apparent in Section 7. Theoretical details
can be found in Section 8. The theoretical findings will be illustrated in Section 10 using synthetic and field data.
As a remark, for well-separated modes a fundamental definition of S/N ratio that directly affects ID uncertainty is the PSD
ratio of modal response to noise at the natural frequency [23]. In this case high S/N ratio refers to the case when this ratio is
large compared to 1. For close modes the present work has not yet concluded a fundamental definition for S/N ratio with the
same success mentioned above. The condition Se ! 0 was given earlier as a simple limit condition to qualify for the theo-
retical results. See also (47) that is a dimensionless but more involved condition that can potentially lead to a definition
in the future useful for quantifying ID uncertainty for close modes. When applying the asymptotic results for cases with
clearly different channel noise PSDs, one may use a value of Se with a representative order of magnitude, e.g., the geometric
mean of channel noise PSDs.lue properties of full FIM J; MSS = mode shape subspace; assume mode shapes fu1 ; :::;umg appear in the last mn entries of the full set of modal
ters; see Table 4 for definitions of N , M and M? .
Eigenvalues Eigenvectors Remark
m zero eigenvalues Of the form ½0;b where b is in N and is given by
u1
2
4
3
5; u2
2
4
3
5; :::;
um
2
4
3
5
– arise from norm constraints on
mode shapes;
– carry no ID uncertainty
mðnmÞ eigenvalues, equal to ki
(multiplicity nm),i ¼ 1; :::;m
Of the form ½0;b where b is in M? and is given by ai  bj ,
i ¼ 1; :::;m; j ¼ 1; :::;nm; aif gmi¼1 are eigenvectors of
2S1e ReRHk with eigenvalues kif gmi¼1; bj
 nm
j¼1 are the
ðnmÞ eigenvectors of Q with eigenvalue 1
– induce ID uncertainty of mode
shape perpendicular to MSS
– induce no ID uncertainty in other
parameters
– found previously in single mode
– induced uncertainty vanishes for
noiseless data, negligible for high
S/N ratio
ðmþ 1Þ2 þmðm 1Þ eigenvalues,
equal to those of the eigenvalue
problem Jcx ¼ kBx in (25)
Of the form h ¼ ½a;b, where b ¼ Ua is in M; U contains a
basis for M; x ¼ ½a;a is eigenvector of the eigenvalue
problem Jcx ¼ kBx in (25)
– induce ID uncertainty of mode
shape within MSS;
– correlated with ID uncertainty of
other parameters;
– not found in single mode, new dis-
covery unique to close modes;
– induced uncertainty does not van-
ish for noiseless data, can be signif-
icant regardless of S/N ratio
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The FIM in (3) is a generic expression that does not tell how it depends on modal properties, which can be very compli-
cated in general situations. In this section we outline the derivation of the explicit expressions for the FIM in Table 2, which
are asymptotically correct for high S/N ratio, i.e., as the noise PSD Se ! 0. The first step is to approximate the inverse of
Ek ¼ UHkUT þ SeIn in (1) by a Taylor expansion for small Se. For this purpose, one should not take Ek  UHkUT because
UHkU
T
is rank deficient. One proper way is to use the matrix inverse lemma [30,31] to obtainE1k ¼ S1e ðIn UP1k U
TÞ ð6ÞwherePk ¼ UTUþ SeH1k ð7ÞAssuming n 
 m and the columns of U are linearly independent, UTU (mm) has full rank and so Pk  UTU is a legiti-
mate 0th order approximation. However, it turns out that this does not give the correct approximation for E1k w.r.t. param-
eters affecting Hk. Up to second order,P1k  ðUTUÞ
1
UTU ek þ ekðUTUÞ1ek
h i
ðU TUÞ1 ek ¼ SeH1k ð8ÞSubstituting into (6) givesE1k  S1e Q|ffl{zffl}
0th order
þ S1e RTekR|fflfflfflfflfflffl{zfflfflfflfflfflffl}
1st order
 S1e RTekðU
T
UÞ1ekR|fflfflfflfflfflfflfflfflfflfflfflfflfflfflfflfflffl{zfflfflfflfflfflfflfflfflfflfflfflfflfflfflfflfflffl}
2nd order
ð9Þwhere Q ¼ In UðUTUÞ
1
U
T
was defined in (4); andR ¼ ðUTUÞ1UT ð10Þ
The matrices Q and R appear frequently in the derivation and their properties are worth-noting. First, RU ¼ Im and Ru ¼ 0
for any u orthogonal to the ‘mode shape subspace’ (MSS), i.e., space spanned by mode shapes fuigmi¼1. The matrix Q is a zero
mapping in the MSS and an identity mapping in the orthogonal complement of MSS. The zero mapping can be seen from
QU ¼ 0. The identity mapping can be seen from UTu ¼ 0 for any u orthogonal to MSS. These properties imply that Q has
m zero eigenvalues with an orthogonal basis of eigenvectors in the MSS. The remaining nm eigenvalues are all equal to
1 with an orthogonal basis of eigenvectors in the orthogonal complement of the MSS.
The derivatives in (3) w.r.t. different groups of parameters are given byEðxÞk ¼ UHðxÞk UT x ¼ f ; f; Sð Þ EðSeÞk ¼ In ð11Þ
EðUriÞk ¼ U
ðUriÞHkU
T þUHkUðUriÞ ð12Þ
where Uri denotes the ðr; iÞ-entry of U. Using (9) and (11), considering the leading order terms and simplifying gives Jxy, JxSe
and JSeSe in Table 2 (x; y ¼ ff ; f; Sg). Details can be found in Appendix A. For the entries in FIM related to mode shapes, using
(12), considering the leading order terms and simplifying gives (see Appendix B for details):JxUri  2RetrR H
ðxÞ
k H
1
k RU
ðUriÞ
h i
x ¼ f ; f; S ð13Þ
JSeUri  2RetrR UTU
 1
H1k RU
ðUriÞ
h i
ð14Þ
Jxy  Jð1Þxy þ Jð2Þxy x; y ¼ U ð15Þwhere ‘x; y ¼ U’ denotes that x and y are entries in U; andJ 1ð Þxy ¼ 2S1e tr QU xð Þ ReRHkð ÞU yð ÞT
 	
x; y ¼ U ð16Þ
J 2ð Þxy ¼ 2Nf tr RU xð ÞRU yð Þ
 	þ 2RetrR RTH1k RU xð ÞHkU yð ÞT
h i
x; y ¼ U ð17ÞTo express in more explicit form, the derivative U
ðUriÞ from (61) in Appendix I of [22] is used:
Table 4
Principa
Subs
N
M
M?
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h i
¼ k ui k1 In uiuTi
 
ereTi ð18ÞSubstituting (18) into (13)–(17), considering the leading order term, simplifying and assemblying in matrix form gives the
final expressions of Jxui , JSeui and JU:U: in Table 2. See Appendix C for details.
7. Principal subspaces of mode shape uncertainty
The eigenvalue properties of the high S/N asymptotic FIM in Table 2 will be investigated analytically in Section 8. For this
purpose, some important concepts are reviewed/introduced in this section. The mode shape ui of a particular mode i is an
n 1 vector in the n-dimensional Euclidean space, denoted by Rn. The mode shape subspace (MSS), denoted byM, is the sub-
space in Rn spanned by u1; :::;um
 
, i.e., the collection of all vectors of the form x ¼ Rmi¼1aiui where faigmi¼1 are real numbers.
The orthogonal complement of M, denoted by M?, is the subspace in R
n comprising all vectors orthogonal to those in M, i.e.,
the collection of all vectors y such that yTx ¼ 0 for any x inM. Assuming fu1; :::;umg are linearly independent,M has dimen-
sionm andM? has dimension nm. Symbolically this can be written as Rn ¼ M þM?. The same is also true for their dimen-
sions, i.e., n ¼ mþ ðnmÞ. For a given i, let fuijgm1j¼1 be a basis in the orthogonal complement of ui in M. That is, ui and
fuijgm1j¼1 form a basis inM but ui is orthogonal to uij. Let also fv ijgnmj¼1 be a basis inM?. Then ui, fuijgm1j¼1 and fv ijgnmj¼1 together
form a basis in Rn.
As a note, fuijgm1j¼1 are linearly independent but need not be orthogonal. One geometrically intuitive possibility is for uij to
be a vector along the tangential direction from ui that rotates from ui towards uj in the hyperplane formed by them:uij ¼ uj uirij rij ¼
uTi uj
uTi ui
j–i ð19ÞAs a check, uij lies in the plane formed by ui and uj; and u
T
i uij ¼ 0. Another possibility is for fuijgm1j¼1 to be a set of orthog-
onal basis from the Gram-Schmidt procedure [30]. The choice of fuijgm1j¼1 is discussed here for concreteness only. It does not
affect the theory developed.
The n n posterior covariance matrix of ui only informs the uncertainty of ui but not its correlation with other mode
shapes. A complete description of the uncertainty with m modes requires one to study the mnmn posterior covariance
matrix of the mn 1 vector U :¼ u1; :::;um
 	
, (‘;’ denotes stacking column-wise). Although it may appear artificial at this
stage, it is useful to introduce three orthogonally complementary spaces in Rmn, namely,N ,M andM?, which are induced
by ui, uij and v ij, respectively. They are defined in the first three columns of Table 4; the remaining columns will become
apparent in Section 8. Symbolically, Rmn ¼N þMþM?. In the basis vector for N , the Kronecker product ei ui
(mn 1) puts ui in the ith partition and the remaining ðm 1Þ partitions (each n 1) are all zero. Similarly, the basis vectors
ei  uij (forM) and ei  v ij (forM?) have their ith partition equal to uij and v ij, respectively; and the remaining partitions
are zero. Fig. 3 illustrates the three subspaces. As we will see in Section 8,N is associated with mode shape norm constraint
and carries no uncertainty;M is associated with mode shape uncertainty within the MSS;M? is associated with uncer-
tainty orthogonal to the MSS.
8. Eigenvalue properties
In the derivation of uncertainty laws the mode shapes always present the major hurdle because of their dimension grow-
ing with the number of DOFs. For well-separated modes this has been resolved by discovering that the mode shape is asymp-
totically uncorrelated from the remaining parameters. Numerical experiments reveal that this is not the case for close modes
and the correlation structure is non-trivial. In this section we analyse analytically, in turn, the eigenvalue properties of Jð1ÞU:U:,l subspaces of mode shape uncertainty in Rmn; MSS = mode shape subspace.
pace Dimension Basis Jð1ÞU:U: J
ð2Þ
U:U:
JU:U: Remark
m ei ui
i ¼ 1; :::;m
Null space Null space Null space Norm-constrained subspace
mðm 1Þ ei  uij
i ¼ 1; :::;m
j ¼ 1; :::;m 1
Null space Non-zero
eigenvalues,
non-trivial
Eigenvalues and
eigenvectors equal to
those of Jð2ÞU:U: in this
space
Subspace containing all
possible mode shape
deviations within MSS
mðnmÞ ei  v ij
i ¼ 1; :::;m
j ¼ 1; :::;nm
Eigenvalues equal to those of
2S1e ReRHk , each with
multiplicity nm
Null space Eigenvalues and
eigenvectors equal to
those of Jð1ÞU:U: in this
space
Subspace containing all
possible mode shape
deviations orthogonal to MSS
Fig. 3. Example of basis for N ,M andM? for n ¼ 3 measured DOFs and different number of modes m. When m ¼ 1, M (mode shape subspace) is the line
along u1; when m ¼ 2, M is the 2-D plane spanned by u1 and u2; when m ¼ 3, M is the whole 3-D space; rij ¼ ðuTi ujÞ=ðuTi uiÞ.
S.-K. Au, J.M.W. Brownjohn /Mechanical Systems and Signal Processing 133 (2019) 106273 9Jð2ÞU:U:, JU:U: and the full FIM J in Table 2; and finally the high S/N asymptotic posterior covariance matrix C ¼ J1. This allows us
to understand the principal directions in which the ID uncertainty of modal parameters, especially the mode shapes, takes
place. As we will see, the results are remarkably definitive and characteristic, despite complexity of the close modes problem
and the mathematics involved.
8.1. Jð1ÞU:U: (Type 1)
The eigenvalue properties of Jð1ÞU:U: follow directly from the standard result in linear algebra that if A (mm) has eigen-
value ai with eigenvector ui (i ¼ 1; :::;m) and B (n n) has eigenvalue bj with eigenvector v j (j ¼ 1; :::; n) then the Kronecker
product A B has eigenvalue aibj with eigenvector ui  v j (i ¼ 1; :::;m; j ¼ 1; :::;n). Applying this result, the eigenvalues of Jð1ÞU:U:
are the product of those of 2S1e ReRHk and Q . The eigenvectors are the Kronecker product of the eigenvectors of 2S
1
e ReRHk
and Q . Since Q has m zero eigenvalues with eigenvectors fu1; :::;umg, Jð1ÞU:U: has m2 zero eigenvalues. The basis vectors
fei uigmi¼1 of N are among the eigenvectors with zero eigenvalue, which can be verified by direct substitution and noting
that Q iui ¼ 0. In general, for the zero eigenvalues, resulting from Kronecker product the ith partition of the eigenvector is a
multiple of ui and hence lies in the MSS. Since a linear combination of eigenvectors of the same eigenvalue is also an eigen-
vector, in the context of Table 4 the zero eigenvalue can be considered to have m eigenvectors inN and mðm 1Þ eigenvec-
tors inM.
Other than the zero eigenvalue, the remaining ðnmÞ eigenvalues of Q are all equal to 1 with eigenvectors in M?. The
remaining mðnmÞ eigenvalues of Jð1ÞU:U: are then equal to the m eigenvalues of 2S1e ReRHk, each with multiplicity (i.e.,
repeating) nm. The eigenvectors of this type lie in the orthogonal complement of N andM, i.e.,M?. These results are
summarised in the fourth column of Table 4.
8.2. Jð2ÞU:U: (Type 2)
The eigenvalue properties of Jð2ÞU:U: are complementary to J
ð1Þ
U:U:. ThemðnmÞ eigenvectors of Jð1ÞU:U: with non-zero eigenvalue
(hence inM?) are eigenvectors of J
ð2Þ
U:U: with zero eigenvalue. To see this, such an eigenvector is of the form v ¼ ½a1u;    ; amu
(‘;’ denotes stacking column-wise), where ½a1; :::; amT is an eigenvector of 2S1e ReRHk and u is an eigenvector of Q with eigen-
value 1, i.e., in M?. Then U
T
u ¼ 0 and uTi u ¼ 0, and from (5) we can deduce Q iu ¼ 0. This implies that
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. .
.
Qm
2
664
3
775
a1u
..
.
amu
2
664
3
775 ¼
a1Q 1u
. .
.
amQmu
2
664
3
775 ¼ 0 ð20Þand so from the expression of Jð2ÞU:U: in Table 2 we can deduce J
ð2Þ
U:U:u ¼ 0. By a similar argument, the vectors inN are also null
vectors of Jð2ÞU:U:. Consequently, J
ð2Þ
U:U: only has mnmðnmÞ m ¼ mðm 1Þ possibly non-zero eigenvalues whose eigenvec-
tors lie in the orthogonal complement of both N andM?, i.e.,M. These results are summarised in the fifth column of
Table 4.
8.3. Mode shape FIM JU:U:
The eigenvalue properties of JU:U: inherit directly from those of J
ð1Þ
U:U: and J
ð2Þ
U:U:. The null spaceN is common to J
ð1Þ
U:U: and J
ð2Þ
U:U:
and is therefore also a null space for JU:U:. InM where J
ð1Þ
U:U: is a zero mapping, the eigenvalues and eigenvectors of JU:U:
directly inherit from those of Jð2ÞU:U:. To see this, if u inM is an eigenvector of J
ð2Þ
U:U: with eigenvalue k, then J
ð1Þ
U:U:u ¼ 0 and
Jð2ÞU:U:u ¼ ku, and so JU:U:u ¼ Jð1ÞU:U:uþ Jð2ÞU:U:u ¼ ku, i.e., u is also an eigenvector of JU:U: with the same eigenvalue k. By the same
argument, inM? where J
ð2Þ
U:U: is a zero mapping, the eigenvalues and eigenvectors of JU:U: inherit directly from those of J
ð1Þ
U:U:.
These are summarised in the sixth column of Table 4.
8.4. Full FIM J
The eigenvalue properties of the full FIM J can be reasoned from those of JU:U:. Let- be a vector containing all parameters
other than mode shapes so that h ¼ ½-;U : contains all modal parameters and J is the full FIM w.r.t. h. Let v ¼ ½v1; :::;vm be
an eigenvector of JU:U: with eigenvalue k and it lies either inN (dim.m, Type 0) orM? (dim.mðnmÞ, Type 1). When v is in
N , v i / ui; when v is inM?, v i is inM?. In either case Q iv i ¼ 0. For all remaining parameters x from -, Jxui has Q i on its
right end (see Table 2) and so JxU:v ¼ ½Jxu1v1; :::; Jxumvm ¼ 0. ThenJ
0
v

 
¼ J-- J-U:
JT-U: JU:U:

 
0
v

 
¼ J-U:v
JU:U:v

 
¼ k 0
v

 
v in N orM?ð Þ ð21ÞThis implies that J hasmþmðnmÞ eigenvectors of the form ½0;v , i.e., where mode shape uncertainty is uncoupled from
all other parameters.
There remains ðmþ 1Þ2 þmðm 1Þ eigenvalues. They all contribute to mode shape uncertainties inM, i.e., Type 2. To see
this, let the eigenvector be partitioned as h ¼ ½a;b where a is ðmþ 1Þ2 dimensional for - and b is mn dimensional for U :.
Since all eigenvectors of (real-symmetric) J are orthogonal, h ¼ ½a;b must be orthogonal to ½0;v  where v is in N orM?.
This implies vTb ¼ 0. As v lies in the subspace formed by N andM?, b must lie in the orthogonal complement of this sub-
space, i.e.,M.
8.5. Condensed eigenvalue problem for Type 2
The eigenvalue properties of Type 2 can be found from an eigenvalue problem of reduced dimension. Essentially, one can
represent b in h ¼ ½a;b as a linear combination of basis vectors inM, i.e.,b ¼
U1a1
..
.
Umam
2
664
3
775 ¼
U1
. .
.
Um
2
664
3
775
|fflfflfflfflfflfflfflfflfflfflfflfflfflffl{zfflfflfflfflfflfflfflfflfflfflfflfflfflffl}
U
a1
..
.
am
2
664
3
775
|fflfflffl{zfflfflffl}
a
ð22Þwhere U i is a n ðm 1Þmatrix containing in its columns the basis fuijgm1j¼1 in M but orthogonal to ui (see Section 7) and ai
is a ðm 1Þ  1 vector containing the coordinates w.r.t. the basis. Determining b (dim. mn) reduces to determining a. An
eigenvector of Type 2 can then be represented asv ¼ a
Ua

 
¼ I
U

 
a
a

 
ð23ÞFor h ¼ ½-;U :, the eigenvalue problem for J involving eigenvectors of Type 2 reads
J-- J-U:
JU:- JU:U:

 
I
U

 
a
a

 
¼ k I
U

 
a
a

 
ð24ÞLeft-multiplying by the transpose of the first matrix on the right hand side gives the generalised eigenvalue problem
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Jc ¼
J-- J-U:U
UT JU:- U
T JU:U:U

 
B ¼ I
UTU

 
x ¼ a
a

 
ð26ÞNote that Jc has full rank. The original eigenvalue problem with J of dimension ðmþ 1Þ2 þmn is now reduced to one with
Jc of dimension ðmþ 1Þ2 þmðm 1Þ, which does not depend on the number of measured DOFs n. The complexity w.r.t. n is
resolved and consolidated into the associated coordinates in a. The eigenvalue properties of J are summarised in Table 3.
8.6. High S/N asymptotic posterior covariance matrix
The asymptotic posterior covariance matrix C is equal to the inverse of the full FIM J ignoring them zero eigenvalues asso-
ciated with norm constraints, i.e., evaluated as a pseudo-inverse via eigenvector representation ignoring the zero eigenval-
ues. It inherits the eigenvectors of J and its eigenvalues are equal to the reciprocal of those of J, except for the m zero
eigenvalues. It has m zero eigenvalues (Type 0) associated with norm constraints. Another mðnmÞ eigenvalues are associ-
ated with mode shape uncertainty orthogonal to the MSS (Type 1), equal to fk1i g
m
i¼1 (each repeating ðnmÞ times), where
fkigmi¼1 are the eigenvalues of 2S1e ReRHk. The remaining ðmþ 1Þ2 þmðm 1Þ eigenvalues are reciprocals of those of the
eigenvalue problem in (25). These are non-trivial and are associated potentially with all parameters correlated, i.e., no zeros
in the eigenvectors.
9. Dominant mode shape uncertainty
For well-separated modes it has been found in previous studies [23] that mode shape uncertainty is inversely propor-
tional to S/N ratio. Such uncertainty is perpendicular to the mode shape with a variance proportional to the noise PSD. It
is therefore typically small for data with good S/N ratio and vanishes for noiseless data, despite the uncertainty in the exci-
tation that remains. Intuitively, for well-separated modes the mode shape values at different DOFs are directly related to
their ratio of data FFTs where the effect of the modal force is almost cancelled out when S/N ratio is high. For noiseless data
the ratio of data FFTs depends solely on the ratio of mode shape values and hence the latter can be precisely determined
(together with a scaling constraint). Except for the zero eigenvalue associated with norm constraint, all other eigenvalues
of the mode shape covariance matrix are theoretically the same and hence there is no dominant direction of uncertainty.
The foregoing findings in this work reveal that this is not the case for close modes because the mðm 1Þ eigenvalues asso-
ciated with uncertainty within MSS (Type 2) are significantly larger than the mðnmÞ eigenvalues associated with uncer-
tainty orthogonal to MSS (Type 1). The implication is that for close modes the mode shape uncertainty does not vanish for
noiseless data, which is a consequence of the fact that the excitation is not known but modelled in a stochastic manner.
Let fdigmni¼1 and fuigmni¼1 be respectively the eigenvalues and eigenvectors of the covariance matrix of U :. Given data, U : is a
Gaussian vector with mean equal to its MPV and uncertain deviation DU : given byDU :¼
Du1
..
.
Dum
2
664
3
775 ¼X
mn
i¼1
Zi
ffiffiffiffi
di
p
ui ð27Þwhere fZigmni¼1 are i.i.d. standard Gaussian random variables. It can be easily verified that the covariance matrix of DU : is
equal to the mode shape covariance matrix.
The foregoing findings imply that U : has mðm 1Þ dominant uncertain directions within the MSS. The remaining direc-
tions are either asymptotically small (orthogonal to MSS, Type 1) for high S/N ratios or norm-constrained (m directions along
MPV, Type 0). Analogous results apply to the mode shape ui (n 1) of a particular mode. It has ðm 1Þ dominant uncertain
directions within the MSS (Type 2), ðnmÞ directions orthogonal to the MSS (Type 1) and 1 direction along the MPV that is
norm-constrained.
10. Illustrative examples
10.1. Verification
Here we verify numerically the eigenvalue properties of the mode shape FIM predicted in Section 8. Consider two close
modes with natural frequencies f 1 ¼ 1 Hz and f 2 ¼ 1:05 Hz, damping ratios f1 ¼1% and f2 ¼ 1:5%, modal force PSDs
S11 ¼ S22 ¼ 1 lgð Þ2=Hz, modal force coherence v ¼ S21=
ffiffiffiffiffiffiffiffiffiffiffiffiffi
S11S22
p ¼ 0:5eip=4 and mode shapes (confined to measured DOFs)
u1 ¼ u1 and u2 ¼ qu1 þ
ffiffiffiffiffiffiffiffiffiffiffiffiffiffi
1 q2
p
u2 whereu1 ¼ 1 2 3 4 5½ T=
ffiffiffiffiffiffi
55
p
u2 ¼ 1 2 3 0 14=5½ T=
ffiffiffiffiffiffiffiffiffiffiffiffiffi
21:48
p ð28Þ
12 S.-K. Au, J.M.W. Brownjohn /Mechanical Systems and Signal Processing 133 (2019) 106273Check that u1 and u2 are orthogonal unit vectors and the MAC (modal assurance criterion) between u1 and u2 is q, which
is set to be 0.5. Data is acceleration of 1000 sec duration and sampled at 10 Hz. It is contaminated with white noise of PSD Se.
The latter is set to be Se ¼ S11=4f21c so that the S/N ratio in terms of PSD at the natural frequency of Mode 1 is c, which will be
varied in the study. The band from 0.9 Hz to 1.1 Hz is used for Bayesian modal ID. This example focuses on verifying the
mathematical correctness of the asymptotic FIM in Section 8. The FIMs (asymptotic and exact) are evaluated directly at
the actual values of modal properties. In Section 10.2 with field data they will be evaluated at the MPV calculated for given
data, which is the best one can do when there is no ‘true’ parameter value. Nevertheless, to give an idea of how close the
modes are in this example, Fig. 4 shows the singular value (SV) spectrum of a typical set of synthetic data when the S/N ratio
is 1000.
Here, the number of measured DOFs is n ¼ 5 and the number of modes is m ¼ 2. The dimension of the mode shape FIM
JU:U: is then mn ¼ 10. According to the theory, there are m ¼ 2 zero eigenvalues of Type 0 (N ) due to norm constraint;
mðnmÞ ¼ 6 eigenvalues of Type 1 (M?) comprising 2 possibly distinct eigenvalues each repeating nm ¼ 3 times; and
mðm 1Þ ¼ 2 eigenvalues of Type 2 (M).
Fig. 4(b) shows the eigenvalues of the mode shape FIM JU:U: based on (3) (circle, ‘exact’) and the high S/N asymptotic
expression in Table 2 (cross, ‘asym.’). As the S/N ratio increases, the two sets of values converge to each other, verifying
the asymptotic correctness of the latter. Each point of Type 1 in fact contains three visually overlapping points as the eigen-
values of this type repeat three times. The eigenvalues of Type 1 are greater than those of Type 2 by orders of magnitude and
increase with S/N ratio because they grow with S1e (see J
ð1Þ
U:U: in Table 2). The magnitude of Type 2 does not depend on Se (see
Jð2ÞU:U: in Table 2). A direct implication of this is that Type 1 uncertainty (orthogonal to MSS) will vanish with noiseless data
while Type 2 uncertainty (within MSS) will still prevail.
Fig. 5 shows the c.o.v. (coefficient of variation) of frequencies, damping ratios and mode shapes based on the exact (circle)
and asymptotic FIM (cross). For the frequencies and damping ratios, the c.o.v. is simply the ratio of posterior standard devi-
ation to MPV. The mode shape c.o.v. is the square root sum of the eigenvalues of the (n n) posterior mode shape covariance
matrix. For small uncertainty it can be interpreted as the expected value of the hyper angle between the uncertain mode
shape and the MPV. As seen in Fig. 5, as the S/N ratio increases, the two values converge to each other, verifying the asymp-
totic correctness of the asymptotic FIM for high S/N ratio.
10.2. Application to field data
Consider a set of triaxial (x, y, z) ambient acceleration data of 36 h at 50 Hz measured on the roof of Tall building B in [4]
during Typhoon Koppu (14 Sep. 2009); see Fig. 6(a). Fig. 1 shows the root PSD and root SV spectra of 30 min data before the
main event. The two close modes around 0.18 Hz are translational in nature. Their modal properties were identified (MPV
and c.o.v.) previously by BAYOMA using the FFT in the band indicated. The theory in this work offers an opportunity for
understanding their ID uncertainty especially in the mode shapes.
10.2.1. Mode shape uncertainty from 30 min data
We first investigate the ID uncertainty of mode shapes using the set of 30 min data. To give a basic idea of modal ID
results (MPV, c.o.v.), the frequencies are identified to be 0.184 Hz (0.2%) and 0.189 Hz (0.2%); the damping ratios are
0.54% (30%) and 0.92% (23%). The S/N ratio in terms of PSD at natural frequency is high, about a few thousands, which is also
evidenced from Fig. 1.
Given the 30 min data, the full posterior covariance matrix comprising all parameters is calculated. The 3  3 posterior
covariance matrix of each mode shape is taken from the corresponding partition in the full covariance matrix. The results
are shown in Table 5. The type indicated below each eigenvalue is determined based on the direction of the eigenvector.Fig. 4. (a) Root SV spectrum of a typical set of synthetic data; (b) Eigenvalues of mode shape FIM JU:U: . Circle – exact based on (3); cross – high S/N
asymptotic value based on Table 2. The spectrum in (a) has been averaged for visualisation and hence has a lower resolution than the ‘raw’ FFT (i.e., no
averaging) used in BAYOMA.
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Fig. 5. Comparison of c.o.v. based on exact FIM (circle) and asymptotic FIM (cross).
Fig. 6. (a) Sensor and data logger. (b) MPV of mode shapes (black, pointing from origin) and ±two-sigma uncertainty (blue) of Type 2. (For interpretation of
the references to colour in this figure legend, the reader is referred to the web version of this article.)
S.-K. Au, J.M.W. Brownjohn /Mechanical Systems and Signal Processing 133 (2019) 106273 13For Mode 1, the eigenvalue 8.39e7 has a MAC of practically 1 with the most probable mode shape and so it corresponds to
Type 0 (norm-constrained). Its value is not exactly zero due to numerical errors, which is typical. While the other two eigen-
vectors have a MAC of practically zero with the most probable mode shape, the one with eigenvalue 8.21e9 is also orthog-
onal to Mode 2, and so it corresponds to Type 1 (uncertainty orthogonal to MSS). This eigenvalue is not theoretically zero, but
is inversely proportional to the S/N ratio. It can be smaller than the calculated eigenvalue of Type 0 when the S/N ratio is
high, as in the present case. The remaining eigenvector with eigenvalue 2.16e2 corresponds to Type 2 (uncertainty within
MSS). Summing the eigenvalues and taking square root gives a mode shape c.o.v. of 15%, which is clearly dominated by Type
2. Similar observations apply to Mode 2, which has a c.o.v. of 12%. It should be noted that before this work the mode shape
covariance matrix can be calculated numerically but there is little or no insight on why such values are obtained. Based on
the theory in this work we are now able to understand why the results turn out the way they appear. For example, there
should be no surprise now why in Table 5 the largest eigenvalue is several orders of magnitude larger than the second eigen-
value – it is of Type 2 that does not diminish with the quality of data. Without the theory in this work one may wonder if this
is due to numerical error. The large disparity in Type 1 and 2 also suggests that one can simply focus on Type 2 uncertainty,
which is confined within the mode shape subspace with dimension often much smaller than the whole space.Table 5
Eigenvalues of mode shape covariance matrix and mode shape c.o.v.
Mode Eigenvalues c.o.v.
1 8.21e9
(Type 1)
8.39e7
(Type 0)
2.16e2
(Type 2)
15%
2 6.01e9
(Type 1)
6.27e7
(Type 0)
1.47e2
(Type 2)
12%
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Fig. 7. Comparison of posterior c.o.v. from BAYOMA (for given data) and FIM. Cross (‘x’) – based on high S/N asymptotic FIM (Table 2), circle (‘o’) – based on
exact FIM (3). Each point refers to the result of 30 min data out of 36 h (so total 72 points).
14 S.-K. Au, J.M.W. Brownjohn /Mechanical Systems and Signal Processing 133 (2019) 106273Fig. 6(b) shows the most probable mode shapes with an arrow pointing from the origin. The two mode shapes have a MAC
of 0.21 and so they are not orthogonal. The blue arrows show the ‘± two-sigma’ uncertain mode shape deviation of the largest
eigenvalue (Type 2), i.e., two times the term
ffiffiffiffi
di
p
ui in (27). Only the xy view is shown because the mode shape component
along the z direction is negligible. The principal mode shape deviations are roughly tangential to the unit circle, which is
consistent with the fact that the mode shapes have unit length (in the unit sphere).
10.3. Comparison of c.o.v. from asymptotic FIM, exact FIM and BAYOMA
We next compare the values of posterior c.o.v. based on the high S/N asymptotic FIM (Table 2), exact FIM (Eq. (3)) and
BAYOMA ([22], for given data). For this purpose we divide the 36 h data into non-overlapping windows of 30 min and iden-
tify the modal properties of the two modes (MPV and c.o.v.) using BAYOMA. The high S/N asymptotic FIM and exact FIM are
then calculated using the MPV (the best one can do, since there is no ‘true’ value). The pseudo-inverse of these matrices
(ignoring zero eigenvalues from norm constraints) gives the covariance matrix, from which the c.o.v. can be obtained.
Fig. 7 summarises the results (Modes 1 and 2 are not distinguished). The c.o.v. values of BAYOMA are plotted on the x-
axis. The c.o.v. values from FIM are plotted on the y-axis, with the crosses for the high S/N asymptotic FIM and circles for
the exact FIM. The crosses and circles almost overlap, which is consistent with the fact that the S/N ratio of data is quite high
(at least a few thousands). The crosses and circles do not lie along the 1:1 dashed line, indicating a discrepancy between the
c.o.v. from FIM and BAYOMA. This does not discredit the FIM or the high S/N asymptotic FIM, as the c.o.v. from BAYOMA is for
a given data set and it always has a random part, though theoretically negligible for long data and assuming no modelling
error and existence of ‘true’ parameter values. The discrepancy may reveal scenarios of modelling error, e.g., non-flat spec-
trum or non-classical damping, although there is little understanding about this aspect. More comparison and discussion
about the meaning of ID uncertainty based on the exact FIM and BAYOMA can be found in [28]. Recognising that the x-
axis is the uncertainty we can only calculate for given data (but no insight) and the y-axis (cross) is the uncertainty we
can explain in the context of structural dynamics, the clustering of points around the 1:1 lines in Fig. 7 represents an impor-
tant progress in our understanding of ID uncertainty in close modes.
11. Conclusions
This work has performed an analytical study on the ID uncertainty of close modes that contributes to its understanding
and provides a pathway for development of explicit formulae governing uncertainty, i.e., ‘uncertainty law’, in the future. The
basic assumptions in the ID model include linear dynamics with classically damped modes, stationary modal excitations
with constant PSD matrix within resonance band and stationary noise i.i.d. among measured DOFs with a constant PSD
within the resonance band. Data is assumed to be sufficiently long in the sense that the number of FFT points in the reso-
nance band is large compared to 1 (see Section 4); and has high S/N ratio (see (47)).
Before this work it was possible to calculate the posterior covariance matrix for given data using a Bayesian modal ID
algorithm (BAYOMA) but it had not been possible to develop insights such as can be realised for well-separated modes.
The large size of the matrix and its lack of sparseness, i.e., all parameters (except the noise PSD) are significantly correlated,
has been identified as the cause. This work has discovered analytically the intrinsic correlation structure of the covariance
matrix for long data and high S/N ratio, supported by mathematical proof, numerical verification and application with field
data. The high S/N asymptotic expressions of Fisher Information Matrix (FIM, Table 2) and the analytical eigenvalue prop-
erties (Table 3) discovered are milestones for developing uncertainty laws for close modes that allow one to master the iden-
S.-K. Au, J.M.W. Brownjohn /Mechanical Systems and Signal Processing 133 (2019) 106273 15tification uncertainty and manage in ambient vibration tests. While the dimension of the posterior covariance matrix grows
linearly with the number of measured DOFs, the theory in this work has reduced it to one independent of the number. The
complexity w.r.t. the measured DOFs, which has been one of the major hurdles, has been resolved.
Mode shape uncertainty in well-separated modes is often negligible as it diminishes with increased data quality. This
work has shown that the same is not true for close modes, where for each mode there is significant uncertainty within
the mode shape subspace (MSS). Intuitively the mode shapes can ‘trade’ their directions within the MSS to give a similar
likelihood value in Bayesian inference (or ‘data fit’ in non-Bayesian methods), and hence is less distinguishable. Such uncer-
tainty does not diminish even for noiseless data. This puts a limit on the achievable precision of OMA with close modes. This
mode shape uncertainty potentially correlates with all other parameters. Understanding such correlation structure requires
yet another level of advance in the theory.
This work has not reached the ultimate goal of ‘uncertainty law’, i.e., explicitly relating ID uncertainty to test configura-
tion for understanding and test planning, but the analytical expressions of FIM (Table 2) and understanding about its eigen-
value properties (Table 3) shed light on possibility and provide the pathway to it. Obtaining the uncertainty law will require
further analytical investigation on the FIM and its inverse to produce explicit and manageable expressions for the posterior
variances of modal properties – a big challenge, considering the large dimension of the FIM and entangling of modes.
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Appendix A. Derivation of Jxy, JxSe and JSeSe (x; y ¼ f ; f; S) in Table 2
The expressions can be derived by substituting the Taylor expansion of E1k from (9) and the derivatives in (11) into (3),
evaluating terms of increasing order and retaining the leading order term. The expression of JSeSe is obtained by replacing E
1
k
by its 0th order term, i.e., Q , using EðSeÞk ¼ Im in (11) and noting that trðQQÞ ¼ trðQÞ ¼ nm.
For Jxy, since E
1
k appears twice in (3), the 0th order of Jxy involves the 0th  0th order of E1k . Since the 0th order of E1k is Q
and QU ¼ UTQ ¼ 0, the 0th order of Jxy is zero. The 1st order of Jxy involves the 0th  1st order +1st  0th order of E1k . For
the same reason as before, these terms are zero. The 2nd order of Jxy involves the 0th  2nd + 1st  1st order of E1k . The for-
mer is zero. The latter is not zero and hence is the leading order of Jxy as given in Table 2. To obtain the expression, note thatð1st order of E1k Þ  EðxÞk ¼ ðS1e RTekRÞðUHðxÞk U
TÞ ¼ RTH1k HðxÞk U
T ð29Þ
since RU ¼ Im and ek ¼ SeH1k . This gives the expression in Table 2:Jxy  trRðRTH1k HðxÞk U
TÞðRTH1k HðyÞk U
TÞ ¼ trRH1k HðxÞk H1k HðyÞk ð30Þwhere we have used the cyclic property of trace (trðABÞ ¼ trðBAÞ) to move the UT on the right end to the left end and then
U
T
RT ¼ ðRUÞT ¼ Im to simplify.
Applying the same argument above to JxSe shows that its leading order is also the 1st  1st order of E1k . Using (29),JxSe  trRðRTH1k HðxÞk U
TÞðS1e RTekRÞ ¼ trRðU
T
UÞ1H1k HðxÞk H1k ð31Þwhere we have used the cyclic property of trace to move the R on the right end to the left end; then RRT ¼ ðUTUÞ1,
U
T
RT ¼ Im and ek ¼ SeH1k to simplify.
Appendix B. Derivation of (13)–(15) in Section 6
Substituting (11) and (12) into (3) givesJxUri ¼ trRE
1
k

UHðxÞk U
T

E1k

UðUriÞHkUT þUHkUðUriÞT

x ¼ f ; f; S ð32Þ
JSeUri ¼ trRE
2
k

U
ðUriÞHkU
T þUHkUðUriÞ

ð33Þ
Jxy ¼ trRE1k

UðxÞHkUT þUHkUðxÞT

E1k

UðyÞHkUT þUHkUðyÞT

x; y ¼ U ð34Þ
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1
k UH
ðxÞ
k U
TE1k U
ðUriÞHkUT x ¼ f ; f; S ð35Þ
JSeUri ¼ 2RetrRE
2
k U
ðUijÞHkU
T ð36Þ
Jxy ¼ 2RetrRE1k UðxÞHkUTE1k ðUðyÞHkUT þUHkUðyÞTÞ x; y ¼ U ð37ÞSubstituting the Taylor expansion of E1k from (9) and taking the leading order term gives (13)–(15). Details are presented
separately in Appendix B.1–B.3 below.
B.1. JxUri in (13) for x ¼ f ; f; S
Substituting (9) into (35) gives the following terms of different orders:
0th order of JxUri involves 0th  0th order of E
1
k
1st order of JxUri involves 0th  1st + 1st  0th order of E
1
k
2nd order of JxUri involves 0th  2nd + 2nd  0th + 1st  1st order of E
1
k
Due to the property of Q , any product involving the 0th order of E1k gives zero. This implies that the 0th and 1st order of
JxUri is zero. The leading order of JxUri is then the second order term involving the 1st  1st order of E
1
k . Evaluating it gives the
expression in (13):JxUri  2S
2
e RetrRðRTekRÞðUHðxÞk U
TÞðRTekRÞðUðUriÞHkUTÞ ¼ 2RetrR½HðxÞk H1k RU
ðUriÞ ð38Þwhere we have used the cyclic property of trace to move HkU
T
on the right end to the left end; then U
T
RT ¼ Im and
ek ¼ SeH1k to simplify.
B.2. JSeUri in (14)
Using E1k from (9) and expanding the square of E
2
k ¼ ðE1k Þ
2
gives terms of different order. The 0th order of E2k is S
2
e Q
because Q2 ¼ Q . Replacing E2k in (36) by S2e Q and using the cyclic property of trace and U
T
Q ¼ 0 gives a zero vector. The
leading order of JSeUri should then come from the higher order terms of E
2
k . The 1st order of E
2
k comes from the 0th  1st and
1st  0th order term of E1k . Using QU ¼ U
T
Q ¼ 0 shows that they are all zero. The next higher order term of E2k is the 2nd
order given by the 1st  1st order term of E1k :E2k  S2e ðRTekRÞðRTekRÞ ¼ S2e RTekðUTUÞ
1
ekR ð39Þsince RRT ¼ ðUTUÞ1. Substituting into (36) givesJSeUri  2S
2
e RetrR½RTekðU
T
UÞ1ekRUðUriÞHkUT  ¼ 2RetrR½ðUTUÞ
1
H1k RU
ðUriÞ ð40Þwhere we have used the cyclic property of trace to move HkU
T
on the right end to the left end; then U
T
RT ¼ Im and
ek ¼ SeH1k to simplify.
B.3. Jxy in (15) for x; y ¼ U
Substituting (9) into (37) gives the 0th, 1st and 2nd order terms of Jxy, which are denoted by J
ð0Þ
xy , J
ð1Þ
xy and J
ð2Þ
xy , respectively.
The 0th order Jð0Þxy involves the 0th  0th order of E1k . Replacing E1k by its 0th order Q and expanding givesJð0Þxy ¼ 2S2e RetrR½QU
ðxÞ
HkU
T
QU
ðyÞ
HkU
T þ QUðxÞHkUTQUHkU
ðyÞT  ¼ 0 ð41Þbecause the trace of both terms are zero: for the first term, use the cyclic property of trace to moveU
T
on the right end to the
left end and find U
T
Q ¼ 0; the second term has QU ¼ 0.
Next, Jð1Þxy involves the 0th  1st + 1st  0th order of E1k . The latter can be seen to be zero after using U
T
Q ¼ 0. Thus Jð1Þxy
only involves the 0th  1st order of E1k :Jð1Þxy ¼ 2S2e RetrR½QU
ðxÞ
HkU
TðRTekRÞðUðyÞHkUT þUHkUðyÞTÞ
¼ 2S1e RetrR½QU
ðxÞ
RðUðyÞHkUT þUHkUðyÞTÞ
ð42Þ
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T
RT ¼ Im and ek ¼ SeH1k . Multiplying gives two terms. For the first term, use the cyclic property of trace to move
U
T
on the right end to the left end; then use U
T
Q ¼ 0 to see that the first term is zero. This leaves the second term as the
expression in (16):Jð1Þxy  2S1e RetrR½QU
ðxÞ
RUHkU
ðyÞT  ¼ 2S1e tr½QU
ðxÞðReRHkÞUðyÞT  ð43Þafter using RU ¼ Im and carrying ReR inside.
Finally, Jð2Þxy involves the 0th  2nd + 1st  1st + 2nd  0th of E1k . Substituting into (37) and simplifying shows that the
2nd  0th term is zero. Using similar arguments as before,
0 th 2nd term
¼ 2S2e RetrR½QðU
ðxÞ
HkU
TÞðRTekðUTUÞ
1
ekRÞðUðyÞHkUT þUHkUðyÞTÞ
¼ 2S1e RetrR½QU
ðxÞðUTUÞ1ekRðUðyÞHkUT þUHkUðyÞTÞ
¼ 2Nf tr½QUðxÞðUTUÞ
1
U
ðyÞT 
ð44Þwhere the trace of the first term in the second equality is zero;1 st 1st term
¼ 2S2e RetrRðRTekRÞðU
ðxÞ
HkU
TÞðRTekRÞðUðyÞHkUT þUHkUðyÞTÞ
¼ 2S1e RetrR½RTekRU
ðxÞ
RðUðyÞHkUT þUHkUðyÞTÞ
¼ 2Nf tr½RUðxÞRUðyÞ þ 2RetrR½RTH1k RU
ðxÞ
HkU
ðyÞT 
ð45Þafter expanding and using the cyclic property of trace. Combining (44) and (45),Jð2Þxy ¼ 2Nf tr½QU
ðxÞðUTUÞ1UðyÞT  þ 2Nf tr½RUðxÞRUðyÞ þ 2RetrR½RTH1k RU
ðxÞ
HkU
ðyÞT  ð46ÞNote that Jð1Þxy in (43) and the first term in (46) both contain QU
ðxÞ
on the left andU
ðyÞT
on the right. Assume that the modes
are ‘sufficiently linearly independent’ in the sense that (e.g., in terms of eigenvalues)SeðN1f ReRHkÞ
1ðUTUÞ1  Im ð47ÞIn this case the first term in (46) is negligible compared to Jð1Þxy . Omitting it gives (17).
Appendix C. Derivation of Jxui , JSeui and JU:U: in Table 2
C.1. Jxui and JSeui
The steps for deriving Jxui and JSeui are the same so here we consider Jxui only. Substituting (18) with jjuijj ¼ 1 into (13)
and carrying the summation inside,JxUri  2tr ðReRH
xð Þ
k H
1
k ÞR In uiuTi
 
ereTi
h i
ð48ÞUsing the cyclic property of trace to move eTi to the left end so that the product inside trðÞ becomes a scalar, we obtainJxUri  2eTi ReRH
xð Þ
k H
1
k
 
R In uiuTi
 
er ð49ÞAssembling Jxui ¼ ½JxU1i ; :::; JxUni  and noting ½e1; :::; en ¼ In and RðIn uiuTi Þ ¼ Q i gives the expression in Table 2.
C.2. Jð1ÞU:U: in Table 2
Consider Jð1ÞUriUsj , i.e., Jxy in (16) with x ¼ Uri and y ¼ Usj:Jð1ÞUriUsj  2S
1
e tr½QU
ðUriÞðReRHkÞUðUsjÞT  ð50ÞUsing (58) in Appendix D with A ¼ Q and B ¼ Hk, and noting QðIn ujuTj Þ ¼ Q ,Jð1ÞUriUsj  2S
1
e Qðr; sÞReRHkði; jÞ ð51Þ
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gives the ði; jÞ-partition of Jð1ÞU:U::tr½AJð1Þuiuj ¼ 2S
1
e ½ReRHkði; jÞQ ð52ÞFurther assembling the partitions for i and j from 1 to m gives the expression in Table 2.
C.3. Jð2ÞU:U: in Table 2
Using (18) to obtain U
ðUriÞ and U
ðUsjÞ and substituting into (17),1st termof Jð2ÞUriUsj
¼ 2Nf tr½RðIn uiuTi ÞereTi RðIn ujuTj ÞeseTj 
¼ 2Nf tr½Q iereTi Q jeseTj  ¼ 2Nf tr½eTj Q iereTi Q jes ¼ 2Nf tr½eTrQ Ti ejeTi Q jes
ð53Þwhere the second equality has used the definition of Q i in (5). Similarly,2nd termof Jð2ÞUriUsj
¼ 2RetrR½RTH1k RðIn uiuTi ÞereTi HkejeTs ðIn ujuTj Þ
¼ 2RetrR½eTs ðIn ujuTj ÞRTH1k RðIn uiuTi ÞereTi Hkej
¼ 2RetrR½eTsQ Tj H1k Q iereTi Hkej ¼ 2ReRf½Q Tj H1k Q iðs;rÞHkði; jÞg
¼ 2ReRfHkði; jÞ½Q Ti HTk Q jðr;sÞg
ð54ÞCombining (53) and (54) and assembling in matrix form for r and s from 1 to n,Jð2Þuiuj ¼ 2NfQ
T
i eje
T
i Q j þ 2ReRfHkði; jÞQ Ti HTk Q jg
¼ 2Q Ti Nf ejeTi þ ReRHkði; jÞHTk
h i
Q j
ð55ÞFurther assembling the partitions for i and j from 1 to m gives the expression in Table 2.
Appendix D. Some useful identities
For any complex matrix A and Hermitian X,tr½XðAþ AÞ ¼ 2RetrðXAÞ ð56Þ
tr½XðAþ AÞXðBþ BÞ ¼ 2Retr½XBXðAþ AÞ ¼ 2Retr½XAXðBþ BÞ ð57Þ
For any A (n n complex) and B (mm complex),tr½AUðUriÞBUðUsjÞT  ¼ jjuijj1jjujjj1½ðIn uiuTi ÞATðIn ujuTj Þðr;sÞBði; jÞ ð58ÞEq. (56) was used to simplify (32) and (33). It can be shown as follow:tr½XðAþ AÞ ¼ trðXAÞ þ trðXAÞ ¼ trðXAÞ þ trðAXÞ ¼ tr½XAþ ðXAÞ ¼ 2RetrðXAÞ ð59Þ
where we have used trðXAÞ ¼ trðAXÞ (cyclic property of trace) and X ¼ X (Hermitian) in arriving at the second and third
equality, respectively.
Eq. (57) was used to simplify (34). It can be shown by noting that XðAþ AÞX is Hermitian and applying (56):
tr½XðAþ AÞXðBþ BÞ ¼ 2Retr½XðAþ AÞXB ¼ 2Retr½XBXðAþ AÞ ð60Þafter using the cyclic property of trace. Swapping A and B and using the cyclic property of trace gives the other equality in
(57).
Eq. (58) was used to simplify (50). It can be shown as follow. Using (18) for U
ðUriÞ and U
ðUsjÞ,U
ðUriÞBU
ðUsjÞT 
¼ jjuijj1jjujjj1tr½AðIn uiuTi ÞereTi BejeTs ðIn ujuTj Þ
¼ jjuijj1jjujjj1tr½AðIn uiuTi ÞereTs ðIn ujuTj ÞBði; jÞ
ð61Þsince eTi Bej ¼ Bði; jÞ, i.e., the ði; jÞ-entry. Using the cyclic property of trace to move eTs ðIn ujuTj Þ to the left,
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¼ jjuijj1jjujjj1tr½eTs ðIn ujuTj ÞAðIn uiuTi ÞerBði; jÞ
¼ jjuijj1jjujjj1½ðIn ujuTj ÞAðIn uiuTi Þðs;rÞBði; jÞ
¼ jjuijj1jjujjj1½ðIn uiuTi ÞATðIn ujuTj Þðr;sÞBði; jÞ
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